8 NETWORK UTILITY SERVICES

8.1 Scope

8.2 General

8.2.3 Context

Add the following to the end of paragraph (c):

Fibre cabling shall be installed.

8.3 Design

8.3.1.1 Plans

Add the following to the end of alpha-numeric list:

(e) The requirements of NZS5258:2003, Gas Distribution Networks.
(f) The requirements of the National Code of Practice for Utility Operators’ Access to Transport Corridors.
(g) The minimum separation distances between overhead power lines and buildings, structures and earthworks outlined in the New Zealand Code of Practice for Electrical Safe Distances NZECP 34:2001

8.4 Construction

8.4.1 Underground cabling

Add the following to the end of the paragraph:

Fibre cabling shall be installed.

8.4.5.2 Recording of underground services

Add the following to the end of paragraph:

WDC requires the utility provider to certify that the developer has installed the service to the utility’s satisfaction. A completion certificate shall be supplied prior to applying for the Section 224 certificate. This is required where telecommunications are required as part of the resource consent conditions.